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Abstract: CO2 transcritical booster architectures are widely analyzed to be applied in centralized
commercial refrigeration plants in consonance with the irrevocable phase-out of HFCs. Most of these
analyses show the limitations of CO2 cycles in terms of energy efficiency, especially in warm countries.
From the literature, several improvements have been proposed to raise the booster efficiency in high
ambient temperatures. The use of economizers is an interesting technique to reduce the temperature
after the gas cooler and to improve the energy efficiency of transcritical CO2 cycles. The economizer
cools down the high pressure’s line of CO2 by evaporating the same refrigerant extracted from another
point of the facility. Depending on the extraction point, some configurations are possible. In this work,
different booster architectures with economizers have been analyzed and compared. From the results,
the combination of the economizer with the additional compressor allows obtaining energy savings
of up to 8.5% in warm countries and up to 4% in cold countries with regard to the flash-by-pass
arrangement and reduce the volumetric displacement required of the MT compressors by up to 37%.
Keywords: CO2 transcritical booster; economizer; subcooling; commercial refrigeration; integrated
mechanical subcooling; variable frequency drive
1. Introduction
The adoption of the F-Gas regulation in 2015 [1] has struck the commercial refrigeration sector
harshly, where new limits for the refrigerants used until nowadays were adopted. Accordingly,
in centralized refrigeration systems with cooling capacity higher than 40 kW and direct expansion
arrangement, the F-Gas demands the use of substances with a GWP100 lower than 150. Since the vast
majority of anthropogenic refrigerants with low-GWP are middle-flammable [2], the CO2 is a durable
solution to ensure safety conditions, especially in the sales area.
CO2 as refrigerant is used in both transcritical and subcritical conditions depending on the
heat rejection conditions. Hence, it can be used as the main refrigerant in transcritical/subcritical
refrigerating plants [3], as secondary fluid in CO2 pumped systems [4], or as an additional refrigerant
in cascade refrigerating facilities [5,6]. At present, one of the most representative arrangements using
this fluid is the booster systems, which have been extended in commercial refrigeration thanks to
the complete solution that they provide, covering the services of low and medium temperature [7–9].
At first, this architecture was used mainly in the northern countries of Europe where the ambient
temperatures allow working in subcritical conditions most of the time. Later, with the entry into force
of the F-Gas, transcritical CO2 booster systems were adopted in the Southern European countries
in order to achieve a long-term solution by avoiding the use of fluorinated refrigerants. However,
there are important energy differences between the traditional refrigeration systems and the simplest
CO2 booster systems [10], which demand the use of new technologies [11] and improvements to
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enhance their efficiency [12,13]. These technologies range from the most basic improvements such as
the use of a desuperheater [14] to the main advanced systems for CO2 boosters. Among the advanced
improvements, there are the parallel compression [15,16], the dedicated [17] or integrated mechanical
subcooling [18], the ejector technology [19] such as the multi-ejector arrangements [20], combinations
of these systems [21], flooded evaporators [22], liquid ejectors [23], and the “all-in-one” systems that
integrate the A/C and the tap water heating in the same refrigerating plant [24–27]. In addition, there
are other improvements applied to the heat rejection zone for high ambient temperatures, such as
adiabatic gas coolers [17] or desiccant wheels [28], which are able to increase the efficiency of all
facilities, reducing the temperature by increasing the humidity in the heat rejection medium. Some
of these technologies are based on the addition an extra heat exchanger named the economizer heat
exchanger or subcooler at the exit of the gas cooler. The main function of this element is to reduce
the temperature at the exit of the gas cooler just before entering the expansion device, minimizing
the vapor quality at the inlet of the evaporators and consequently increasing the cooling capacity of
the refrigerating plant [29]. Additionally, these systems allow reducing the optimum heat rejection
pressure of the system. Depending on the arrangement used to cool the CO2 through the subcooler,
subcooling control can be performed in several ways. This improvement to CO2 booster architecture
is analyzed in detail in this work as well as the use of an additional economizer compression stage
with the economizer heat exchanger (integrated mechanical subcooling), which have received little
attention on CO2 booster architectures.
According to the literature, the system with integrated subcooling in booster systems has only been
evaluated by Catalan-Gil et al. [18], who performed an energy analysis with respect to the system with
dedicated subcooling and parallel compression. However, this system provides high improvements to
the basic booster with low-complexity changes in the basic architecture.
Therefore, this work analyzes these improvement systems, evaluating different specific parameters
not previously analyzed in CO2 booster systems, aiming to maximize efficiency by modifying certain
parameters, such as those experimentally analyzed by Nebot-Andrés [30] in a single-stage CO2
refrigeration plant.
In this work, a detailed thermodynamic analysis is presented for several arrangements of an
economizer installed in a CO2 booster system for a typical European supermarket (
.
QLTo = 41 kW at
−32 ◦C .QMTo = 140 kW at −6 ◦C). In order to be close to reality, an accurate parametric compressor
model (error less than 0.2% regarding compressors’ manufacturing data) has been adopted to take into
account the effect of the rotation speed over the efficiencies of the compressors, which has not been
considered in booster architectures to the best of the authors’ knowledge.
For each arrangement, a wide range of heat rejection temperatures from 0 to 40 ◦C have been used
to determine the optimal operating conditions of the refrigerating plant, including the optimal heat
rejection pressure, the optimum subcooling, the required compressor displacement, and its optimal
rotation speed. In addition, some relevant parameters that have not been analyzed in other works with
booster architectures are studied in detail as well as the importance of controlling the heat rejection
pressure and the suction pressure of the additional compressors (EC), as well as the level of subcooling
applied. The combined effect of all parameters is reflected in an annual energy consumption study
obtained for different European cities and additionally for 282 locations distributed throughout Europe,
aiming to clarify the most suitable regions for each system.
2. Booster Architectures
This section is devoted to presenting the main architectures analyzed in this manuscript. All of
them are designed to cover two specific cooling demands: 140 kW at medium temperature conditions
(approximately −6 ◦C) and 41 kW at a low-temperature regime (approximately −32 ◦C). These values
are selected according to the field data gathered by Sawalha et al. [31,32] in several supermarkets which
revealed a typical load ratio (LR) between medium and low-temperature loads from 3:1 to 3.5:1. The
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rest of the parameters considered at each architecture as well as the particular operating limitations for
each component are described in Section 3 (Model assumptions).
2.1. Basic Booster (BB)
To determine the degree of improvement reached using the economizer, a typical CO2 booster
arrangement (BB) has been taken as a reference (Figure 1). This base cycle is composed by a rack of
compressors at the low-temperature side (LTC), a desuperheater (DSH) installed at the exit of these
compressors, a rack of compressors at the high-temperature side (MTC), a flash-gas valve (FGv), and
an internal heat exchanger (IHX) placed at the exit of the liquid receiver.
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The use of the DSH allows reducing the temperature at the inlet of the MT compressors improving
their operation and lowering their discharge temperature. In this case, a cross-flow heat exchanger has
been used employing ambient air as secondary fluid.
The discharge from the second compressor rack is connected to an air-cross-flow heat exchanger
(GC/K), which can operate in a transcritical or subcritical regime depending on the ambient temperature.
The heat rejection pressure also depends on the ambient temperature, and it is controlled by a
high-pressure control valve (HPCV) that ensures optimal operating conditions [33]. A liquid receiver
installed after the HPCV regulates the refrigerant mass distribution as well as feeds the LTEV and
MTEV with liquid phase. The use of a flash-gas valve (FGV) extracts vapor from the liquid receiver,
reducing the pressure of the accumulator tank and, consequently, the enthalpy at the inlet of both
expansion valves (LTEV and MTEV). The vapor extracted is expanded and injected at the inlet of the
MT compressors, which reduces their suction and discharge temperature.
Finally, an IHX is installed at the outlet of the liquid receiver to ensure the liquid phase at the inlet
of thermostatic valves (LTEV and MTEV) and to heat up the lubricant oil of the LT compressors [34].
It is important to notice that one compressor of each compression rack is driven by a
variable frequency drive (VFD) in order to cover easier the cooling demand with the minimal
energy consumption.
2.2. Basic Booster with Economizer (BB+EHX)
In this case, an additional heat exchanger named the economizer or subcooler (EHX) is introduced
in the architecture (Figure 2). The EHX cools down the exhaust refrigerant from the GC/K by means of
a stream of refrigerant extracted and expanded from the GC/K exit. The expanded fluid has low vapor
quality; thus, the cooling capacity to reduce the temperature of the high-pressure stream is greater
than that of other cooling systems that reduce the temperature with the vapor extracted from the
liquid receiver. The expansion valve used in this case is labeled as ECOEV and its superheating control
mode defines two different cycles, as can be shown in Figure 2. The first one (EHXOUT Superheat)
controls the superheating degree at the exit of economizer, while the second one (MTC_IN Superheat)
minimizes the superheating degree at the inlet of the MT compressors (MTC). Depending on the control
mode adopted, the refrigerant mass flow injected and the degree of subcooling will vary, affecting the
pressure of the liquid receiver.
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From the results obtained in the computational model presented in this work, it has been proved
that both configurations have a similar COP, so for the complete analysis of the BB + EHX configuration,
only the arrangement that controls the superheating degree at the exit of the economizer (EHXOUT
Superheat) has been chosen, because it is easier to implement in a real facility.
2.3. Basic Booster with Economizer a d Additional Compression Stage (BB+IMS)
The arrangements shown in Figure 2 can be improved by adding an additional compression stage
acting over the stream f refrig rant expand d from the high-pressure vel. The purpose of those
compressors (EC) is to re uce the mass flow rate driven by t e MT compressors, taking advantage of
its low compression ratio. As before, Figure 3 presents the possible arrangements of the refrigeration
cycle depending on the temperature control of the ECOEV valve. The valve labeled as ELECV allows
bypassing the EC compressors when they are not used, mainly when their compression ratio is
below the manufacturer limits [35] or if the use of the EC compressors does not provide significant
energy saving.
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the BB + IMS configuration will be referred to the configuration t at trols the superheating degre
at the exit of th economiz r (EHXOUT Superheat), as its control is asier to implement.
3. Model Assumptions
This section is dedicated to listing all the model assumptions considered for the
theoretical calculation.
3.1. Heat Rejection Conditions
Since all the arch ectures described before use air as the secondary fluid, the heat rejection
conditions depend on the ambient temperature. Hence, for transcritical conditions (PGC/K ≥ 73.75 bar),
the temperature at the exit of the gas cooler has been obtained by means of Equation (1) with the
ambient temperature (Tamb) and a temperature approach (ATD) of 2 K. The low value of ATD is based
on the high thermal effectiveness of the gas cooler in transcritical conditions [36]. On the other hand,
the heat rejection pressure was adjusted to the optimal one with an iterative method from 120 bar to
73.75 bar with small intervals of 0.05 bar.
TGCout = Tamb +ATD (1)
For subcritical conditions (PGC/K < 73.75 bar), the temperature approach has fixed to 5K in order
to consider the loss of thermal effectiveness when the heat exchanger is operating as a condenser [36].
Additionally, a subcooling degree (SUB) of 2 K has been added according to the control strategies
described by Danfoss [37] to ensure the proper operation of the facility. With those values, the
condensing temperature (TK) is determined with Equation (2).
TK = Tamb ATD+ SUB (2)
3.2. Economizer (EHX)
As was stated before, the aim of the economizer (EHX) is to cool down the refrigerant at the exit of
the GC/K using a stream of CO2 expanded with the ECOEV. Depending on how the valve is controlled,
the cycle arrangement changes as shown in Figures 2 and 3. Notwithstanding, in both cases, the set
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point for the superheating control was fixed to 5 K to avoid liquid in the suction line of the compressors.
Equations (3)–(7) determine the inlet and outlet temperatures at the economizer.
Tin_EHX_HP = Tout_GC/K (3)
Tout_EHX_HP = Tin_EHX_HP − SUB (4)
Tin_EHX_LP (BB + EHX) = TMTo (5)
Tin_EHX_LP (BB + IMS) = To_EHX (6)
ToutEHXLP (BB + EHX and BB + IMS) = TinEHXLP + 5K (7)
3.3. Desuperheater (DSH)
The function of the desuperheater is to reduce the temperature of the refrigerant at the discharge
line of the LT compressors. To achieve this, a cross-flow heat exchanger has been used employing
ambient air as the secondary fluid. Since the discharge temperature of the LT compressors is above the
ambient temperature, the use of a desuperheater is always positive, reducing the temperature at the
suction port of the MT compressors [38]. Equation (8) allows determining the temperature at the exit
of the DSH, assuming a temperature approach (ATD) of 5 K regarding the ambient temperature (Tamb).
TDSHout = Tamb +ATD (8)
3.4. Service Thermal Loads
For all booster architectures, similar operating conditions have been assumed for the low and
medium temperature levels. Taking into account the values reported by Emerson [39], the evaporating
levels adopted for medium and low temperature are −6 ◦C and −32 ◦C, respectively. The cooling load
assumed is 140 kW for the medium temperature level and 41 kW for the low-temperature services,
resulting in a load ratio (LR) of 3.4.
To make the analysis more realistic, a heat load profile of the evaporators was considered taking
into account the opening and closing schedule of a typical supermarket. Thus, it was assumed that the
100% of the heat load is effective from 7:00 to 22:00, while this load falls by up to 50% the rest of time
(from 22:00 to 7:00) as considered by Catalán-Gil et al. [13].
3.5. Internal Heat Exchanger (IHX)
Regardless of the arrangement adopted, a suction-to-liquid heat exchanger (IHX) was considered
at the exit of the liquid receiver. The presence of the IHX guarantees the absence of any vapor phase at
the inlet of the thermostatic valves LTEV and MTEV. Moreover, it also introduces a slight subcooling
degree that enhances the cooling capacity and a moderate superheating degree which ensures a
minimum temperature in the lubricant oil [34]. From Llopis et al. [40], a constant thermal effectiveness
of 65% was considered in this work.
3.6. Compressors
To cover the cooling demand assumed in Section 3.4, two compression racks have been used in all
systems. According to the thermal loads, the low-temperature rack is composed by three compressors,
while the medium-temperature rack has 4. The economizer arrangement has also two additional
compressors, whose position is depicted in Figure 3. Depending on the operating conditions, the
compressors are switched on or off, guaranteeing the minimal energy consumption.
Each compression rack is equipped with one variable frequency drive (VFD) for one of the
compressors to make the adaptation to the thermal load precise. The frequency operation of these
compressors varies from 25 to 75 Hz, while the rest of them work with a fixed frequency of 50 Hz.
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Taking into account the manufacturer restrictions, we have assumed a minimum compression
ratio (t) of 1.5 and a maximum suction pressure of 55 bar in all compressors [35,41].
The mathematical model of the reciprocating compressors has been adjusted from the
manufacturer’s data [41] using the parameters of volumetric efficiency (ηvolum.) and global efficiency
(ηglobal). Equations (9) and (10) describe the mathematical model obtained for the compressor efficiencies
as a polynomial equation, with the variables of compression ratio (t), specific volume at the suction
port (v), and displacement (
.
Vg). Since this last also depends on the compressor rotation speed, a
precise polynomial model has been developed to take into account the effect of the rotation speed over
the compressor operation. The maximum relative error obtained from the mathematical adjustment,
compared to the manufacturer’s data, was lower than 0.2%, so we can assume that the model predictions
are in good agreement with the manufacturer data.
Appendix A includes the main features of the compressors as well as the coefficients used in
Equations (9) and (10).
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3.7. Expansion Devices 
All the expansion devices used in the model have been assumed as isenthalpic with a minimum 
pressure difference of 3.5 bar between the inlet and the outlet ports [42]. Moreover, the maximum 
operation pressure (MOP) has been fixed to 120 bar, which corresponds with the maximum operation 
pressure of the refrigerating plant. For thermostatic valves, the useful superheating was fixed to 5 K 
in all cases. 
3.8. Liquid Receiver Pressure 
The pressure of the liquid receiver always depends on the configuration adopted, the heat 
rejection conditions, and the subcooling introduced after the GC/K heat exchanger. Therefore, the use 
of economizer or a flash-gas valve (FGV) reduces the pressure at the liquid receiver. To take into 
account all these variations, we have assumed a variable liquid receiver pressure with a minimal 
pressure of 35 bar to comply with the restriction mentioned above of keeping a minimal pressure 
difference in all expansion devices.  
3.9. Additional Considerations 
The pressure drops in pipelines, and heat exchangers have been neglected. Similarly, the heat 
transfer between components and ambient has also been neglected. 
(9)
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3.7. Expansion Devices 
All the xpansion devices used in the model have be n assumed as isenthalpic with a minimum 
pressure difference of 3.5 bar betwe n the inlet and the outlet ports [42]. Moreover, the maximum 
operation pressure (MOP) has be n fixed to 120 bar, which corresponds with the maximum operation 
pressure of the refrigerating plant. For thermostatic valves, the useful superheating was fixed to 5 K 
in all cases. 
3.8. Liquid Receiver Pressure 
The pressure of the liquid receiver always depends on the configuration adopted, the heat 
rej ction conditions, and the subco ling introduced after the GC/K heat exchanger. Therefore, the use 
of economizer or a flash-gas valve (FGV) reduces the pressure at the liquid receiver. To take into 
account all these variations, we have assumed a variable liquid receiver pressure with a minimal 
pressure of 35 bar to comply with the restriction mentioned above of ke ping a minimal pressure 
difference in all expansion devices.  
3.9. Ad itional Considerations 
The pressure drops in pipelines, and heat exchangers have be n neglected. Similarly, the heat 
transfer betwe n components and ambient has also be n neglected. 
(10)
3.7. Expansion Devices
All the expansion devices used in the model have been assumed as isenthalpic with a minimum
pressure difference of 3.5 bar between the inlet and the outlet ports [42]. Moreover, the maximum
operation pressure (MOP) has been fixed to 120 bar, which corresponds with the maximum operation
pressure of the refrigerating plant. For thermostatic valves, the useful superheating was fixed to 5 K in
all cases.
3.8. Liquid Receiver Pr ssure
The pressure of the liquid receiver always depends on the configuration adopted, the he t rejection
conditions, and the subcooli g introduced after the GC/K heat xchanger. Therefore, the use of
economizer r a flash-gas valve (FGV) reduces the pressure at the liq id receiver. To tak into account
all these variations, w ha e assumed a variable liquid receiver pr ssure with a minimal pressure of 35
bar to comply with the restri tion mentioned above of keepi g a minimal pressure difference in all
expansion devi s.
3.9. Additional C siderations
The pressure drops in pi eli es, a d heat exch ngers hav been negl ct d. Similarly, the hea
transfe betw en components a d ambient has also been negl cted.
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3.10. Summary Table
Table 1 summarizes all the assumptions stated before for the analyzed configurations.
Table 1. Assumptions for the computational models. EHX: economizer, GC/K: air-cross-flow heat
exchanger, LT: low temperature: MT: high temperature.
BB BB+EHX BB+IMS
GC/Kout Temp. [◦C]
Transcritical Tamb + 2












- GC/Kout Temp. – EHXSUB_opt
Tin EHX LPS [◦C] - MTo Temp.
Tout EHX_HPS -
EHXpinch
Tout EHX LPS [◦C] - Tin EHX LPS + 5
Tin MTc [◦C] Variable Variable
IHX Thermal Effectiveness [%] 65
DSHout Temp. [◦C] Tamb + 5
Liquid Receiver Limit Pressures





Minimum Compression Ratio [-] 1.5
LTo Temp. [◦C] -32
MTo Temp. [◦C] -6
LTo, MTo R Superheating [K] 5
Evaporatorsout Useless
Superheating [K] 5
LT Load [kW] 41
MT Load [kW] 140
4. Model Description
To evaluate the maximum COP of all the configurations described in Section 2, a computational
model was developed according to the restrictions described in Section 3. The model was programmed
using Matlab® and Microsoft® VBA, using the database of RefProp® v.9.1 [43] for determining the
thermophysical properties. Figures 4–6 describe the iterative method used by the model to find the
maximum COP (COPopt) of the facility at each ambient temperature (Tamb).
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Regarding the Basic Booster with economizer arrangement (BB+EHX), the optimum COP 
depends not only on the GC pressure, but also on the refrigerant mass flow expanded by the 
expansion valve (ECOEV) used to produce the subcooling at the EHX; thus, the iteration method 
(Figure 5) is similar to the previous one but adding another iteration to obtain the optimum 
subcooling. 
Hence, two iterative tested loops have been used in this arrangement. The first one determines 
the optimal heat GC/K pressure, while the second one is focused on determining the optimal 
subcooling degree which is achieved by varying the mass flow rate expanded by the ECOEV. The 
subcooling degree is changing in steps of 0.1 K (sub ++, sub −−). 
Figure 4. Iterative method for the BB system.
For the Basic Booster arrangement (BB) (Figure 4), the maximum COP is achieved at the optimum
GC/K pressure (PGC/K) in transcritical conditions. In subcritical conditions, the optimal pressure
corresponds to the condensing pressure (PK) except for the transition zone (near the critical point),
where a linear pressure variation with the ambient conditions was considered according to Catalán-Gil
et al. [13]. In transcritical operation, the iteration is started with the lowest transcritical pressure
(PminGC = 74 bar), the COP is obtained with Equation (11), and the GC/K pressure is increased in steps
of 0.1 bar (PGC ++). With this pressure, another COP is obtained and compared with the previous
one (COPprev). If the current COP is higher, the GC/K pressure is further increased; else, if it is lower,
the previous pressure is returned (PGC −−). This will be the optimum pressure that maximizes the
COP (COPopt).
Regarding the Basic Booster with economizer arrangement (BB+EHX), the optimum COP depends
not only on the GC pressure, but also on the refrigerant mass flow expanded by the expansion valve
(ECOEV) used to produce the subcooling at the EHX; thus, the iteration method (Figure 5) is similar to
the previous one but adding another iteration to obtain the optimum subcooling.
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refrigerant evaporated in the EHX. The presence of this component means that the inlet pressure of 
the EC needs to be controlled by the computational model (Figure 6) in order to obtain the maximum 
COP of the facility. Taking into account the restrictions explained in Section 3, the maximum value 
for this pressure is 55 bar, and the minimum one must ensure a minimum pressure ratio of 1.5 in the 
EC. Accordingly, an extra iterative loop has been programmed acting over the previous programmed 
loops. Similar to the previous method, the optimum subcooling degree depends on the GC/K 
pressure and the mass flow rate but, in this case, it also depends on the suction pressure of the 




Figure 5. Iterative method for the BB+EHX system.
Hence, two iterative tested loops have been used in this arrangement. The first one determines the
optimal heat GC/K pressure, while the second one is focused on determining the optimal subcooling
degree which is achieved by varying the mass flow rate expanded by the ECOEV. The subcooling
degree is changing in steps of 0.1 K (sub ++, sub −−).
Finally, the last configuration (BB+IMS) introduces an additional compressor (EC) to act over the
refrigerant evaporated in the EHX. The presence of this component means that the inlet pressure of
the EC needs to be controlled by the computational model (Figure 6) in order to obtain the maximum
COP of the facility. Taking into account the restrictions explained in Section 3, the maximum value for
this pressure is 55 bar, and the minimum one must ensure a minimum pressure ratio of 1.5 in the EC.
Accordingly, an extra iterative loop has been programmed acting over the previous programmed loops.
Similar to the previous method, the optimum subcooling degree depends on the GC/K pressure and the
mass flow rate but, in this case, it also depends on the suction pressure of the additional compressors
(PIN EC).
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In this section, the computational model results are presented and discussed in a wide range of 
ambient temperatures from 0 to 40 °C. The results are used to determine the annual energy 
consumption in different European cities in order to justify which is the best configuration. 
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5. Results and Discussion
In this section, the computational model results are presented and discussed in a wide range of
ambient temperatures from 0 to 40 ◦C. The results are used to determine the annual energy consumption
in different European cities in order to justify which is the best configuration.
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5.1. Operating Modes
Taking into account the restrictions summarized in Section 3 and the best-performing conditions
of the systems, Figure 7 presents the operation modes of each configuration according to the
ambient temperature.
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For the Basic Booster system (BB), the transcritical operating mode is achieved for ambient 
temperatures above 27.9 °C, while subcritical is recommended for below 21.2 °C. The range from 27.9 
°C to 21.2 °C corresponds to the transition zone where the pressure is reduced progressively from 
73.75 °C bar to the corresponding condensing one for 21.2 °C. It is important to outline that floating 
condensing is limited from 21.2 °C to 2.5 °C in subcritical operation. For ambient temperatures below 
2.5 °C, the system is forced to keep the same condensing pressure in order to ensure a minimum 
compression ratio of 1.5 in the MTC rack. 
Regarding the configuration with economizer (BB+EHX), the temperature limits vary only for 
the subcritical operating mode. Thus, the floating condensing is limited from 22 °C to 4.5 °C, while 
the transient zone is delimited from 27.9 °C to 22 °C. The presence of the economizer reduces the 
temperature at the inlet of the expansion device and also the condensing temperature in subcritical 
conditions. As a consequence, the minimum ambient temperature for floating condensing (when MTC 
compression rate = 1.5) is higher than the basic cycle.  
Finally, the inclusion of an additional compressor in the system (BB+IMS) modifies not only the 
subcritical limits but also the transcritical ones. Thus, this system works in transcritical operation for 
ambient temperatures above 28.5 °C and in subcriticial operation from 23.4 °C to 8.9 °C. Below 8.9 
°C, the BB+EHX configuration is preferred because it works more efficiently.  
4.2. Compressors Sizing and Operation 
As described in Section 3, each compression stage has a compressor with variable frequency 
drive (VFD) to achieve the desired volumetric displacement without abrupt changes. Figures 8–10 
present the volumetric displacement of the compressors used for each configuration. 
Figure 8 refers to the BB configuration. The LT stage uses two compressors with a displacement 
of 9.22 m3/h at their nominal frequency (without VFD at 50 Hz) and one compressor with VFD 
operating with a displacement of 5.1 m3/h at about 32 Hz. These compressors have the same operation 
for all the heat rejection conditions, since the pressure of the receiver is kept constant at 35 bar. That 
means a constant cooling capacity in LTO as well as the mass flow rate. 
erati f t l fi i .
It must be highlight d that in each arrangement at least three operative modes can be achieved:
transc itical operation, subcritical operation, and transition mode, which corresponds to the change
from transcritical to subcritical and vice versa.
For the Basic Booster system (BB), the transcritical operating m de is achieved for ambient
temperatures abov 27.9 ◦C, while subcritical i re ommend d for bel w 21.2 ◦C. The range from 27.9
◦C to 21.2 ◦C corresponds to the transition zone where the pre sure is re uced progressively fro
73.75 ◦C bar to the corresponding condensing one for 21.2 ◦C. It is important to outline that floating
condensing is limited from 21.2 ◦C to 2.5 ◦C in subcritical operation. For ambient temper tures below
2.5 ◦C, the system is forced to keep the same condensi g pressure in order to ensure a minimum
compre sion ratio of 1.5 in the MTC rack.
Regarding the configuration with economizer (BB+EHX), the temperatur limits vary only for
the subcritical operating mode. Thus, the floating condensing is limited from 22 ◦C to 4.5 ◦C, while
the transie t zone is delimited from 27.9 ◦C to 22 ◦C. The presence of the economizer reduces the
temperature at the inlet of the expansion device and also the condensing temperatur i subcritical
conditions. As a consequence, the min mum ambient tempera ure for floating condensing (when MTC
compression rate = 1.5) is higher than the basic cycle.
Finally, the inclusion of an additional compressor in the system (BB+IMS) modifies not only the
subcritical limits but also the transcritical ones. Thus, this system works in transcritical operation for
ambient temperatures bove 28.5 ◦C and in subcriticial operation from 23.4 ◦C to 8.9 ◦C. Below 8.9 ◦C,
the BB+EHX configuration is preferred because it works more efficiently.
5.2. Compressors Sizing and Operation
As described in Section 3, each compression stage has a compressor with variable frequency drive
(VFD) to achieve the desired volumetric displacement without abrupt changes. Figures 8–10 present
the volumetric displacement of the compressors used for each configuration.
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one MTC at nominal conditions (26.12 m3/h at 50 Hz) and one compressor with VFD operating from 
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Figure 8. BB compressors operation. A rack of compressors at the low-temperature side (LTC, left) and 
a rack of compressors at the high-temperature side (MTC, right). 
Figure 9 shows the displacement of the low and medium-temperature compressors of the 
BB+EHX system. This system cools the refrigerant after the GC/K, and the pressure of the receiver 
changes depending on the subcooling degree in the EHX. The optimal subcooling allows the receiver 
pressure to be close to the previous system (35 bar) for all ambient temperature. So, the graphs of 
Figure 9 are quite similar to Figure 8. The main difference is depicted in the temperature limits that 
are stated at 23.6 °C and 37.75 °C. 
 
Figure 9. BB+EHX compressors operation. LTC (left) and MTC (right). 
Figure 10 shows the volumetric displacement of the compressors for BB+IMS. In this case, the 
system works slightly different than the previous ones. For LTC, the system works with three 
compressors: two at their nominal frequency and one with VFD. In this case, the compressor with 
VFD keeps its frequency constant from 0 to 11 °C because the receiver optimum pressure remains 
constant at 35 bar. However, for above ambient temperature, this compressor changes its frequency 
from 32 to 56.9 Hz (5.1–10.5 m3/h) due to the variation of the pressure in the liquid receiver (Figure 
11). 
For MTC, the system works with one compressor at its nominal frequency and one with VFD for 
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VFD keeps its frequency constant from 0 to 11 °C because the receiver optimum pressure remains 
constant at 35 bar. However, for above ambient temperature, this compressor changes its frequency 
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Figure 9. BB+E X co pressors operation. LT (left) and T (right).
Figure 8 refers to the BB configuration. The LT stage uses two compressors with a displacement of
9.22 m3/h at their nominal frequency (without VFD at 50 Hz) and one compressor with VFD operating
with a displacement of 5.1 m3/h at about 32 Hz. These compressors have the same operation for all the
heat rejection conditions, since the pressure of the receiver is kept constant at 35 bar. That means a
constant cooling capacity in LTO as well as the mass flow rate.
Regarding the medium temperature compressors (MTC), the volumetric requirements of the MTC
are not constants. Thus, for ambient temperatures from 0 ◦C to 24.1 ◦C, the system operates with
one MTC at nominal conditions (26.12 m3/h at 50 Hz) and one compressor with VFD operating from
16.95 to 39.18 m3/h (38.3–75 Hz). When the ambient temperature ranges between 24.1 ◦C and 39.4 ◦C,
another compressor at its nominal conditions is switched on, and the compressor with VFD reduces its
frequency to 25 Hz (13.06 m3/h). Finally, for ambient temperatures above 39.4 ◦C, a fourth compressor
without VFD is switched on.
Figure 9 shows the displacement of the low and medium-temperature compressors of the BB+EHX
system. This system cools the refrigerant after the GC/K, and the pressure of the receiver changes
depending on the subcooling degree in the EHX. The optimal subcooling allows the receiver pressure
to be close to the previous system (35 bar) for all ambient temperature. So, the graphs of Figure 9 are
quite similar to Figure 8. The main difference is depicted in the temperature limits that are stated at
23.6 ◦C and 37.75 ◦C.
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system works as BB+EHX due to the better energy efficiency (EC is switched off). For ambient 
temperatures above (8.9–40 °C), the system works as BB+IMS. In this range of temperatures, the 
compressor with VFD changes its frequency from 29.2 °C to 60.7 Hz (15.3 m3/h to 31.8 m3/h). 
Finally, the EC rack operates from 8.9 °C to 29.5 °C with a VFD compressor running from 34.6 
Hz to 75 Hz (6.3–13.6 m3/h) and from 29.5 °C with an additional compressor running at nominal 
conditions. 
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Focusing on the medium-temperature compressor rack (MTc), which is the one that most affects 
the efficiency of a CO2 booster facility (they are the most energy-consuming compressors), it can be 
seen from the above figures that the introduction of the EHX without additional compression does 
not reduce the displacement needed in the MTc; however, the reduction of the volumetric 
displacement required in MTc, with the introduction of the EHX with additional compression, is 
drastically reduced (over 37%), at the cost of a reduced increase in the volumetric displacement of 
the additional compression stage. 
4.3. Optimal EC Suction Pressure 
To achieve the higher COP at the BB+IMS system, the suction pressure of the EC compressors 
has been optimized. This value is related with the subcooling degree at the economizer. Figure 11 
shows the variation of the suction pressure with the ambient temperature taking into account the 
restrictions considered in Section 3. Accordingly, three different operation zones can be identified. 
For temperatures higher than 38.2 °C, the suction pressure is kept at 55 bar, which is the maximum 
value recommended by the compressor’s manufacturer. From 38.2 °C to 8.9 °C, the suction pressure 
proportionally decreases to 33.1 bar with ambient temperature and a slight change in the transition 
from transcritical to subcritical (23.4–28.5 °C). Finally, below 8.9 °C, it is not worth using the EC 
compressors, since their use penalizes the refrigeration facility’s COP (Section 4.4).  
Figure 10. BB+IMS compressors operation. LTC (left), MTC (right), and EC (center).
Figure 10 shows the volumetric displacement of the compressors for BB+IMS. In this case,
the system works slightly different than the previous ones. For LTC, the system works with three
compressors: two at their nominal frequency and one with VFD. In this case, the compressor with VFD
keeps its frequency constant from 0 to 11 ◦C because the receiver optimum pressure remains constant
at 35 bar. However, for above ambient temperature, this compressor changes its frequency from 32 to
56.9 Hz (5.1–10.5 m3/h) due to the variation of the pressure in the liquid receiver (Figure 11).
For MTC, the system works with one compressor at its nominal frequency and one with VFD
for all the rejection temperatures analyzed. In this case, the displacement of the MTC rack has been
significantly reduced compared to previous systems. For ambient temperatures below 8.9 ◦C, the system
works as BB+EHX due to the better energy efficiency (EC is switched off). For ambient temperatures
above (8.9–40 ◦C), the system works as I S. In this range of temp ratures, the compressor with
VFD changes its frequency from 29.2 ◦C to 60.7 Hz (15.3 m3/h to 31.8 m3/h).
Finally, the EC rack operates from 8.9 ◦C to 29.5 ◦C with a VFD compressor run ing from 34.6 Hz to
75 Hz (6.3–13.6 m3/h) and from 29.5 ◦C with a additional compressor running at nominal conditions.
Focusing on t e medium-tempera ure compressor rack (MTc), which is the one that most affects
the efficiency of a CO2 booster facility (they are the most ene gy-consuming compressors), it can be een
from the above figu s that the introduct on of th EHX without additiona compression does not reduce
the displacement needed in the MTc; however, the reduction of the volumetric displacement requir d in
MTc, with the introduction of the EHX with additional compression, is dras ically reduced (over 37%),
at the cost of a reduced increase in the volumetric displacement of the additional compression stage.
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all systems. 
5.4. EHX Operation 
This section discusses the different parameters related to the EHX, such as the subcooling 
degree, heat load, and efficiency. 
4.3.1. Subcooling Degree 
As was stated in Section 4, there is an optimal subcooling degree that maximizes the COP of the 
refrigeration facility [18]. The subcooling degree has been varied from 0 K to a maximum value that 
ensures a liquid receiver pressure above 35 bar or a minimum enthalpy of about 200 kJ/kg (hsat_liq at 
35 bar). The results from model are depicted in Figure 12 and Figure 13. Figure 12 shows the 
subcooling degree versus the ambient temperature for the two economizer arrangements, while 
Figure 13 graphically shows the subcooling area depending on the configuration adopted. 
 
Figure 12. Economizer optimum subcooling degree. 
Figure 11. pti al additional co pressor (EC) suction pressure for BB+I S and receiver pressure in
all syste s.
5.3. Optimal EC Suction Pressure
To achieve the higher COP at the BB+IMS system, the suction pressure of the EC compressors
has been optimized. This value is related with the subcooling degree at the economizer. Figure 11
shows the variation of the suction pressure with the ambient temperature taking into account the
restrictions considered in Section 3. Accordingly, three different operation zones can be identified.
For temperatures higher than 38.2 ◦C, the suction pressure is kept at 55 bar, which is the maximum
value recommended by the compressor’s manufacturer. From 38.2 ◦C to 8.9 ◦C, the suction pressure
proportionally decreases to 33.1 bar with ambient temperature and a slight change in the transition
from transcritical to subcritical (23.4–28.5 ◦C). Finally, below 8.9 ◦C, it is not worth using the EC
compressors, since their use penalizes the refrigeration facility’s COP (Section 5.6).
5.4. EHX Operation
This section discusses the different parameters related to the EHX, such as the subcooling degree,
heat load, and efficiency.
5.4.1. Subcooling Degree
As was stated in Section 4, there is an optimal subcooling degree that maximizes the COP of the
refrigeration facility [18]. The subcooling degree has been varied from 0 K to a maximum value that
ensures a liquid receiver pressure above 35 bar or a minimum enthalpy of about 200 kJ/kg (hsat_liq at 35
bar). The results from model are depicted in Figures 12 and 13. Figure 12 shows the subcooling degree
versus the ambient temperature for the two economizer arrangements, while Figure 13 graphically
shows the subcooling area depending on the configuration adopted.
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Taking into account Figure 12 and Figure 13, it can be noticed that the optimum subcooling 
degree always decreases with the ambient temperature, reaching a minimum value of 9 K for ambient 
temperatures below 4.5 °C. Notwithstanding, depending on the arrangement, this subcooling degree 
varies significantly (Figure 12). Thus, the inclusion of an extra compressor entails a significant 
reduction of the required optimum subcooling degree from ambient temperatures higher than 11.3 
°C. The maximum difference is reached at 40 °C, where the BB+EHX system needs a subcooling 
degree of 40 K, while the configuration of BB+IMS only requires 22.5 K. For ambient temperatures 
below 11.3 °C, both arrangements require the same subcooling degree due to the pressure limitation 
of the liquid receiver.  
As shown in the graphs that relate the EC compression rate with the GC/K pressure (EC suction 
pressure can be obtained), relating to the COP of the BB+IMS (Figure 16), the suction pressure control 
of the EC is an important term for maximizing the COP of the BB+IMS system. This can also be seen 
in Figure 16, which shows the COP variation of the system with the variation of the heat rejection 
pressure and the compression rate of the EC compressor (it depends on the EC suction pressure). 
4.3.2. Load and Efficiency 
The important variation of temperatures stated in Figure 12 denotes a remarkable variation of 
the economizer cooling capacity, whose dependence on ambient temperature is depicted in Figure 
14.  
The heat exchange capacity in the EHX depends mainly on the conditions of the refrigerant at 
the inlets and outlets, but also on the refrigerant mass flow rate. The refrigerant mass flow expanded 
to produce subcooling in the EHX changes depending on the required cooling load by controlling the 
superheat at the output of the EHX. Therefore, this cooling capacity variation is possible by 
controlling the superheat of the EHX expansion valve in both systems. Accordingly, depending on 
the location, the heat transfer area of the economizer needed must be adjusted. Additionally, the 
efficiency achieved in the economizer (EHX) for system with an additional compression stage 
(BB+IMS) is greater than the system without EC (BB+EHX), which occurs whenever the EC 
compressors are turned on. 
Figure 13. Subcooling area for the configurations of BB+EHX (left) and BB+IMS (right).
The degree of subcooling is related to the heat rejection pressure, the suction pressure of the
additional compressors EC (refrigerant evaporating pressure in the EHX), the refrigerant mass flow
in the heat rejection line, and the considered superheat in the EHX (low-pressure side in the heat
exchanger), so the subcooling applied will depend on the values of the above parameters.
Taking into account Figures 12 and 13, it can be noticed that the optimum subcooling degree
always decreases with the ambient temperature, reaching a minimum value of 9 K for ambient
temperatures below 4.5 ◦C. Notwithstanding, depending on the arrangement, this subcooling degree
varies significantly (Figure 12). Thus, the inclusion of an extra compressor entails a significant reduction
of the required optimum subcooling degree from ambient temperatures higher than 11.3 ◦C. The
maximum difference is reached at 40 ◦C, where the BB+EHX system needs a subcooling degree of 40 K,
while the configuration of BB+IMS only requires 22.5 K. For ambient temperatures below 11.3 ◦C, both
arrangements require the same subcooling degree due to the pressure limitation of the liquid receiver.
As shown in the graphs that relate the EC compression rate with the GC/K pressure (EC suction
pressure can be obtained), relating to the COP of the BB+IMS (Figure 16), the suction pressure control
of the EC is an important term for maximizing the COP of the BB+IMS system. This can also be seen
in Figure 16, which shows the COP variation of the system with the variation of the heat rejection
pressure and the compression rate of the EC compressor (it depends on the EC suction pressure).
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5.5. COP 
The COP of the facility can be obtained by using the Equation (11), which depends on the cooling 
loads and the total power consumption by the compressors. The latter is calculated with the Equation 
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The results from Equation (11) are presented in Figure 15, where the positive effect of the 
economizer is evident when it is installed in the refrigeration facility, especially when the EC 
compressor is used. Only when the ambient temperature is below 2.6 °C does the basic cycle achieve 
the best results in terms of COP. Additionally, Table 2 presents the variation of COP with regard to 
the base cycle. 
Figure 14. Economizer’s cooling capacity vs. ambient temperature.
The heat exchange capacity in the EHX depends mainly on the conditions of the refrigerant at the
inlets and outlets, but also on the refrigerant mass flow rate. The refrigerant mass flow expanded to
produce subco ling in the EHX changes depending on the required cooling load by controlling the
superheat at the out ut of the EHX. Therefore, this cooling capacity va iation is possible by controlling
the superheat of the EHX expansion valve in both syste s. Accordingly, depending on the location,
the heat tr nsfer area of the economizer needed must be adjusted. Additionally, the efficiency achieved
in the economizer (EHX) for system with an additional compression stage (BB+IMS) is greater than the
system without EC (BB+EHX), which occurs whenever the EC compressors are turned on.
5.5. COP
The COP of the facility can be obtained by using the Equation (11), which depends on the
cooling loads and the total power consumption by the compressors. The latter is calculated with
the Equation (12) as a function of the mass flow rate, the specific compression work, and the global
effectiveness from Equation (10).
COP =
QOLT +QOMT










The results from Equation (11) are presented in Figure 15, where the positive effect of the economizer
is evident when it is installed in the refrigeration facility, especially when the EC compressor is used.
Only when the ambient temperature is below 2.6 ◦C does the basic cycle achieve the best results in
terms of COP. Additionally, Table 2 presents the variation of COP with regard to the base cycle.
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In order to maximize the COP of CO2 booster systems operating in transcritical, different 
parameters can be modified depending on the booster configuration. 
In this case, the heat rejection pressure is changed for the BB system as described in Figure 4. In 
the BB+EHX configuration, the pressure of the GC/K is also changed and depending on the mass flow 
rate through the EHX, certain subcooling is applied to the high-pressure mass flow (Figure 5). Finally, 
the BB+IMS adds another parameter, so that in addition to controlling the GC/K pressure, the EC 
suction pressure must be controlled as shown in Figure 6 and thus a certain subcooling after the GC/K 
is applied to the high-pressure mass flow. 
In this case, depending on the chosen values of these parameters, the COP of the facility will 
change as experimentally analyzed by Nebot-Andrés et al. [30]. Figure 16 shows how the variation 
of these parameters affects the COP of the most complex system (BB+IMS) for two heat rejection 
temperatures (30 °C and 40 °C).  
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0 5 10 15 20 25 30 35 40
BB+EHX −1.43% 5.47% 4.47% 4.53% 2.74% 0.31% 0.14% 0.19% −0.2%
BB+IMS −1.43% 5.47% 5.06% 7.14% 9.01% 8.77% 13.66% 16.63% 21.94%
Focusing on both improved systems, it is evident that the implementation of an additional
compressor enhances the COP of the base system in a wide range of ambient temperatures (from 2.6 ◦C
onwards). This makes this configuration very interesting in almost all European climates.
In order to maximize the COP of CO2 booster systems operating in transcritical, different
parameters can be modified depending on the booster configuration.
In this case, the heat rejection pressure is changed for the BB system as described in Figure 4.
In the BB+EHX configuration, the pressure of the GC/K is also changed and depending on the mass
flow rate through the EHX, certain subcooling is applied to the high-pressure mass flow (Figure 5).
Finally, the BB+IMS adds another parameter, so that in addition to controlling the GC/K pressure, the
EC suction pressure must be controlled as shown in Figure 6 and thus a certain subcooling after the
GC/K is applied to the high-pressure mass flow.
In this case, depending on the chosen values of these parameters, the COP of the facility will
change as experimentally analyzed by Nebot-Andrés et al. [30]. Figure 16 shows how the variation
of these parameters affects the COP of the most complex system (BB+IMS) for two heat rejection
temperatures (30 ◦C and 40 ◦C).
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Figure 16. COP variation depending on GC/K pressure and EC compression ratio (left) or subcooling 
(right) for the BB+IMS. 
As shown in the graphs that relate the EC compression rate with the GC/K pressure (EC suction 
pressure can be obtained), relating to the COP of the BB+IMS (Figure 16 left), the suction pressure 
control of the EC is an important term for maximizing the COP of the BB+IMS system. 
The graphs on the left show the relationship between the EC compression rate, GC/K pressure, 
and COP, while the graphs on the right show the relationship between subcooling, GC/K pressure, 
and COP. For ambient temperature of 30 °C, the maximum COP (2.22) is achieved at the GC/K 
pressure of 77 bar, a subcooling of 17.5 K, and an EC compression rate of 1.54 (corresponds to 51.3 
bar at EC suction port); nonetheless, for an ambient temperature of 40 °C, the maximum COP of 1.57 
is achieved at the GC/K pressure of 100.1 bar, a subcooling of 22.5 K, and an EC compression rate of 
1.82 (corresponds to 55 bar at the EC suction port). These results show that the compressors used in 
the EC rack must have the capacity to work at low compression rates and high suction pressures. 
Figure 16. COP variation depending on GC/K pressure and EC compression ratio (left) or subcooling
(right) for the BB+IMS.
As shown in the graphs that relate the EC compression rate with the GC/K pressure (EC suction
pressure can be obtained), relating to the COP f the BB+IMS (Figure 16 left), th ction pressure
control of the EC is n important term for maximizing the COP of the BB+IMS system.
The graphs on the left show the relationship betwe n the EC compression rate, GC/K pressure,
and COP, while the graphs on the right show the relatio s ip between subcooling, / pressure,
. For ambi nt temperatur of 30 ◦C, the maximum COP (2.22) is achieved at the GC/K pre sure
of 77 bar, a subcooli g of 17.5 K, and an E compression rate of 1.54 (corresponds to 51.3 bar at
EC ction port); nonetheless, f r an ambient temperature of 40 ◦C, the maximum COP of 1.57 is
achieved at the GC/K pressure of 100.1 b r, subcooling of 22.5 K, and an EC compression rate f .82
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(corresponds to 55 bar at the EC suction port). These results show that the compressors used in the EC
rack must have the capacity to work at low compression rates and high suction pressures.
It has been calculated that for ambient temperatures below 23.4 ◦C, the optimum COP is achieved
at an EC compression rate below 1.5 (minimum recommended by the manufacturer), and for rejection
temperatures above 38.2 ◦C (Figure 11), the maximum COP is achieved at an EC suction pressure
above 55 bar (maximum recommended by the manufacturer). Therefore, with compressors designed
to operate efficiently at lower compression rates and higher suction pressures than the above operating
limitations, the results for this system would be even better.
5.6. Annual Energy Consumption
To sum up the positive effect of the economizer, this section presents the annual energy consumption
of the analyzed configurations in several European cities with different temperature profiles. A heat
load factor (LF) of 100% from 7:00 to 22:00 and 50% from 22:00 to 7:00 is assumed for all the days
of the year at optimum operating conditions. The average hourly temperature for each month was
obtained with the EnergyPlus tool [44], excluding the effect of the relative humidity. The annual energy
consumption (AEC) for each location is calculated using Equation (13) and depicted in Figure 17.
Figure 18 presents the energy consumption reduction with regard to the basic booster system obtained
by Equation (14). For a load factor of 50%, the cooling load is reduced, and thus the volumetric
requirements of the compressors is reduced as well. This reduction changes the COP of the system due
to the variation of the efficiency of the compressor with variable frequency drive and the influence on
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Figure 18. Energy consumption reduction with regard to the basic booster system. 
From Figure 17 and Figure 18, it is evident that the use of the economizer always reduces the 
energy consumption of the refrigerating plant. However, this reduction depends on the configuration 
and the location. Thus, if the architecture implemented is that described in Figure 2 (BB+EHX), the 
savings made range between 1.95% and 4%. However, if the architecture installed contains the extra 
compressor described in Figure 3 (BB+IMS), the reductions vary from 3.6% to 8.5% at the same 
operating conditions.  
To extend the analysis to more locations in Europe, a contour map of the energy consumption 
improvements of the systems regarding BB are presented in Figure 19, BB+EHX (left) and BB+IMS 
(right). The yellow dots represent the cities considered in Figure 19.  
In relation to the BB+EHX configuration, the system offers greater energy improvements for 
locations with cool temperatures as Northern France, Belgium, Netherlands, Ireland, or the United 
Kingdom. However, BB+IMS offers major energy improvements for all countries in Europe, but the 
best results are obtained for locations with higher ambient temperatures such as Spain, Italy, France, 
and Greece. 
 
Figure 19. Annual energy benefit of the BB+EHX and BB+IMS in relation to BB in Europe (%). 
Figure 18. Energy consumption reduction with regard to the basic booster system.
From Figures 17 and 18, it is evident that the use of the economizer always reduces the energy
consumption of the refrigerating plant. However, this reduction depends on the configuration and the
location. Thus, if the architecture implemented is that described in Figure 2 (BB+EHX), the savings
made range between 1.95% and 4%. However, if the architecture installed contains the extra compressor
described in Figure 3 (BB+IMS), the reductions vary from 3.6% to 8.5% at the same operating conditions.
To extend the analysis to more locations in Europe, a contour map of the energy consumption
improvements of the systems regarding BB are presented in Figure 19, BB+EHX (left) and BB+IMS
(right). The yellow dots represent the cities considered in Figure 19.
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In relation to the BB+EHX configuration, the system offers greater energy improvements for
locations with cool temperatures as Northern France, Belgium, Netherlands, Ireland, or the United
Kingdom. However, BB+IMS offers major energy improvements for all countries in Europe, but the
best results are obtained for locations with higher ambient temperatures such as Spain, Italy, France,
and Greece.
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6. Conclusions
This work analyzes two subcooling systems to improve the efficiency of the CO2 booster
architectures. The analysis has been made for a medium-sized supermarket in different European cities
with cooling loads of 41 kW and 140 kW for low and medium-temperature services, respectively. Real
constraints in the operation of the systems have been taken into account as well as the performance
data of the compressors provided by manufacturer, including the effect of the frequency variation
in compressors.
Regarding the operating mode of the systems, the most important data are those of the basic
booster with economizer and additional compression stage (BB+IMS), as the use of this additional
compression stage (EC) is more beneficial for ambient temperatures above 8.9 ◦C regarding a basic
booster with an economizer (BB+EHX).
The analysis of the compressors’ sizing and their operation reveals, on the one hand, that the
basic booster (BB) and BB+EHX similarly operate in the low-temperature compression rack (LTC) for
all the rejection temperatures analyzed and for the medium-temperature compression rack (MTC).
On the other hand, the BB+IMS system operates with two compressors at their nominal frequency
and one with VFD in LTC with changes in frequency from 32 to 56.9 Hz depending on the rejection
temperature. For MTC, the great difference regarding the previous systems is that BB+IMS needs
compressors with lower volumetric displacement. This reduction directly affects by lowering the
power consumption of the compressors, and thus the efficiency of the facility increases. With respect
to the additional compression stage of the BB+IMS, the system only uses the compressor with VFD at
rejection temperatures from 8.9 to 29.5 ◦C (34.6 to 75 Hz), adding another compressor at its nominal
frequency (50 Hz) for higher ambient temperatures.
With respect to the optimal pressure at the suction port for the EC stage, it changes from 33.1 to
55 bar to achieve the optimum COP at temperatures from 8.9 to 38.2 ◦C, limiting the maximum EC
suction pressure to 55 bar for rejection temperatures above 38.2 ◦C.
The economized systems provide a degree of subcooling to the refrigerant after the GC/K.
This subcooling is different depending on the system and the ambient temperature. The optimum
subcooling for BB+EHX changes from 9 to 40 K for rejection temperatures from 0 to 40 ◦C. However,
the introduction of an additional compression rack (BB+IMS) significantly reduces the optimum
subcooling up to a maximum of 22.5 K and is more consistent over a wide range of temperatures.
Focusing on COP results, the higher improvement is obtained by the BB+IMS system in all ranges
of ambient temperatures above 2.6 ◦C with a maximum improvement regarding a BB of 22%. Moreover,
BB+EHX improves the COP with respect to BB for ambient temperatures from 2.6 to 21 ◦C up to
5.5%. The optimum COP points obtained in the BB+IMS are achieved at low compression rates in the
additional compression stage (EC) for all the heat rejection temperatures analyzed and high suction
pressures in the EC for high rejection temperatures.
Both improved systems provide a reduction in energy consumption in all the cities analyzed.
BB+EHX reduce the annual energy consumption from 1.95% to 4%, offering greater energy
improvements for locations with cool temperatures as Northern France, Belgium, Netherlands,
Ireland, or the United Kingdom. However, the best results for all the countries in Europe have been
obtained by the BB+IMS, which achieve reductions in energy from 3.5% to 8.5%, being more beneficial
for cities with higher annual medium temperature such as Spain, Italy, France, and Greece.
It has been concluded that the BB+EHX system improves the COP of the basic one from 2.6 to 21 ◦C.
Notwithstanding, the BB+IMS provides higher energy improvements for all ambient temperatures
above 2.6 ◦C without adding a large complexity to the system.
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Nomenclature
AEC annual energy consumption (kWh)
ATD ambient temperature difference
BB Basic Booster
CC comparative cycle
COP coefficient of performance









H number of hours
HFC hydrofluorocarbon
HPS high-pressure side
HPCV high-pressure control valve
IMS integrated mechanical subcooling
IHX internal heat exchanger






m mass flow (kg·s-1)




Q cooling load (kW)





v specific volume (m3·kg−1)
VFD variable frequency drive
.
Vg compressor swept volume (m3·s−1).
Welec power consumption (W)
Greek Symbols
∆ variation (increment or decrement)
ε relative error (%)/thermal effectiveness
ηV volumetric efficiency
ηG global efficiency




















Appendix A Compressor coefficients
The coefficients used for modelling each compressor are detailed in this appendix. These data have been
obtained from the real operating curves of the compressors in transcritical and subcritical operation.
Using these coefficients with Equations (9) and (10), we can obtain the global and volumetric efficiency of
each compressor for the entire operating range.
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Figure A1. Compressor coefficients. 
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